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Note:

- Dimensions are in millimeters.

- Dimensions of the boilers and container might vary ±5%

- These are the minimum clearance distances required. Leaving additional space 

would

provide

yourself and service engineers increased access to work around the boiler.

- Concrete pad and hardcore thickness is indicative and require to be specified to suit site ground
condition and site activity.
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